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SECOND FLOOR ELECTRICAL POWER PLAN
SCALE = 1/8"=1'-0"

NOTE AND READ CAREFULLY:

The Contractor shall consult and study the requirements of

each and every drawing and each specification section of

this contract so that he /she may become acquainted with the

project as a whole in order to determine how the work of

his/hers subcontractor or vendor may affect the work required

under this contract.

Written Specifications are part of this contract
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FIRST FLOOR ELECTRICAL POWER PLAN 
SCALE = 1/8"=1'-0"

3
E-2

BASEMENT ELECTRICAL POWER PLAN
SCALE = 1/8"=1'-0"
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SECOND FLOOR ELECTRICAL LIGHTING PLAN
SCALE = 1/8"=1'-0"
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FIRST FLOOR ELECTRICAL POWER PLAN 
SCALE = 1/8"=1'-0"
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BASEMENT ELECTRICAL LIGHTING PLAN
SCALE = 1/8"=1'-0"

ELECTRICAL POWER AND
LIGHTING PLANS
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